2" & SMALLER DOMESTIC

3" DOMESTIC

KEY NOTES:
1. EXIST WTR MAIN
2. TAPPING SLV OR ANCHORING TEE
3. TAPPING VALVE OR MJ GV
4. DI PIPE FULLY RESTRAINED
5. MJ GV
6. CONC KB
7. TAPPING SADDLE
8. CORP STOP
9. SERVICE INSULATOR
10. TYPE "K" CU PIPE
11. CURB STOP
12. MJ TEE
13. 4" x 3" MJ RDCR
14. 90° MJ ELB
15. POLYETHYLENE WRAPPED

NOTE:
The minimum line size ratio for fire service line to domestic service line is 4:1, respectively.

DENVER WATER
FIRELINE CONNECTION WITH DOMESTIC SERVICE TAP
Scale: _NONE_ _Date:_ May 2018_
Drawn: _RLB_ _Ck:_ _K ROSS_ _Dr._ _127_ _No._ _35_